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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 

Responses to Bidder Questions 15 Jun 07 
W911RX-07-B-0005 

 
 

1. On the breaker panel light fixture, if we install a CFL as shown can you advise what wattage of fixture you 
would like to have installed? 

 
Response:  Use a 26-watt CFL for the breaker panel light fixture. 
 

2. For the crane bay lights it asks to install a 2 gang weatherproof plate similar to the one in the wash bay.  
Since the wash bay was locked can you tell me if it is a standard weatherproof cover or more like the in use 
covers? 

 
Response:  Clarification - The wash bay was not locked.  It was an administrative/supply office adjacent to the 
mechanical room that was locked and inaccessible at the site visit.  The wash bay and crane bays are the structures 
outside the main building that only have roofs and no walls.  We viewed two of the three structures [buildings] - 
7950 and 7951 – at the site visit.  It is these three structures [buildings] that require weatherproof covers over the 
new electronic light switches with integral off-delay timer per Section C (Scope of Work) paragraph 1.1.1.j. 
 

3. On the 200 watt exterior light fixture it calls for a 42 watt compact fluorescent to be installed.  The 42 watt 
was designed for base down operations only.  Due to the heat that would be developed in the enclosed 
existing fixture that is on the buildings you will have premature bulb failure.  Please advise as to weather 
you would like a different bulb or to go ahead and use the 42 watt as specified. 

 
Response:  Compact fluorescent lamps (CFL’s) generally perform better in base up operation which keeps the lamp 
cooler.  However, in addition to the CFL cut sheet provided with the bidder’s question, GE also makes a universal 
burn 42W CFL to be used in either orientation.  Additionally, GE’s information indicates that CFL’s can be used in 
enclosed fixtures, particularly exterior enclosed fixtures.  They are not for use in enclosed recessed interior fixtures, 
i.e., can lights.  The Government is not endorsing or promoting the use of products by any particular manufacturer.  
Products by any manufacturer which meet the specification and specific application will be acceptable. 
 
 
 
Additional information – Design drawing for building 7940 has been corrected to indicate correct location of panel 
L3. 
 
 
 
(End of Summary of Changes)  
 


